


Foreword 
0 This  manual provides  technical information  on the 

use  of the  FX4AD special function  block in connec- 
tion  with  the FX programmable controller. 

are studied  and  understood before  attempting to in- 
stall or  use  these units. 

0 Users should ensure that the details of this manual 
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1. INTRODUCTION 
(1) Introduction (4) Unit  Configuration 

The FX-4AD analog input unit converts up to 4 
channels of analog input (either voltage or cur- 
rent) into .12-bit digital readings and transfers 
the data to an FX series programmable control- 
ler. Optical  coupling is used to ensure that volt- 
age surges do  not damage other areas of your 
equipment. 

(2) Compatible PCs 

Versions 2.0 or later of the FX series of pro- 
grammable controllers (those with serial  nos. 
13XXXX or larger) may be used with the FX- 
4AD. (This is because the FROM and TO com- 
mands are required to transfer data between 
the programmable controller base unit and the 

(3) Analog Input Range 

Depending on the type of input mode you 
choose, voltage from -lOV to + 1OV or current 
from -20mA to + 20mA or + 4mA to + 20mA 
can be read on  up to four  input channels.  The 
resolution  is 5mV for voltage input or 20pA for 
current input. 

FX4AD.) 

The enclosure of the FX-4AD unit resembles to 
that of the 16 I/O point extension blocks, but 
the number of 110 points  occupied  by  the FX- 
4AD is actually 8 (you can count them as either 
input or output points). For the purposes of 
power consumption, the FX-4AD unit draws 
30mA from  the 5V supply of the base unit. Use 
this figure to calculate whether the base unit 
has enough power to support this  and other 
special blocks. 

(5) Adjusting  Gain  and  Offset 

You can adjust the gain and offset by using the 
switches located  on  the top of the FX-4AD unit 
or  by using the "TO" command in the program- 
mable controller. 





2. CONFIGURATION AND  SPECIFICATIONS 
(2) Performance Specifications 
The environmental  specifications  for  the FX-4AD are  the  same  as  those  for  your  base  unit.  Isolation 
tests are made between  the  earth  terminal and  a  common  point of all  other  terminals  (including FG ter- 
minal). 

. .. . . . .  . .  . 
;. .‘;wgftal.:otJfpttt ’ ” 12-bit conversion stored in 16-bit 2’s complement form. 

, . . : ; + I m B l f . . E a r t P c y  . ... . .. . . . .  . . . . +/-1% (for the range of - lOV to +1OV) +/-1% (for the range of -20mA to +20mA) 

:;‘:&&$j* $pw& l5ms per channel 

. .  , Maximum  value: +2047 Minimum value: -2048 
. . .  . 

. .  

’: j&&U*” 5mV  (10V default range 112000) 2Q4A (20mA default range 1/1000) 
. .  

. .  

, . .  ... , .  . . . . . .  . . .. ... . . . .  . 
” 1 Photocoupler isolation between analog and digital circuits. DC/DC converter isolation  from 1 

base unit. (No isolation between inputs) 

: ...pO&.=urce DC 24V +/-lo% 5OmA 

VQ.;Spac ifications 8 110 points are occupied in the software (i.e. the base unit  image  table). They may be regarded 
as either inputs or outputs. Power consumption is 30mA from the 5V rail  from the base unit. 



2. CONFIGURATION AND SPECIFICATIONS 
Preset'O (-1OV to t1.0V) Preset '1,. [ + 4mA 'to + 20mA) 

Digital 
output 

t 
I 

I 
+ l o o 0  

t 1750 

n A m A  mA 

Current tnput 
h A )  

Digital 
output 

Preset  ranges are selected  by an appropriate  setting  in  buffer  memory of the  analog  input  block. 
Currentholtage  input  selection must  match  the  correct  input  terminal  connections. 
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3. WIRING 
(1) Wiring 

cH4 
1---1----1--------3 

! *1 The analog input is received through a 
i twisted pair shielded cable. This cable should 
j be wired separately from power lines or any 
j other lines which may induce electrical noise. 

j *2 If a voltage ripple  occurs  during input, or 
j there is electrically induced  noise  on  the ex- 
: ternal wiring, connect a smoothing capacitor 
j of 0.1 to 0.47pF, 25V. 

! *3 If you are using current input, connect  the 
i V +  and I + terminals to each other. 

j *4 If there is excessive electrical noise, connect 
i the FG frame ground  terminal  with  the 

, I  

I !  1 grounded terminal on  the FX-4AD. 
: *4 i 

i 0  i -  DCm 

! 
! 

I 1  +,5v i *5 Connect the ground terminal on  the FX-4AD 

con- AG ; i unit.  Use class 3 grounding  on the base unit, vNter+ : if available. 

5mA ; - E Z i T  c --+ i unit with the grounded terminal on  the base 

--+ 
-15v i 

Fx-4ADAnaloginputBlodc : ..--.-.-.-.--.-.-.-._._._._._._.__ - . 
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3. WIRING 
(2) Using  crimp terminations 

6.8mm Lersthan (0.27 in) T y  .Use crimp  terminations of the type indicated on the left. 

0 Secure  the  termination  using  a  tightening  torque of be- 
Use M35 (0.14 '") tween 5 and 8kg - cm. 

6.mm (027 in) fl Lsssthan 
.Wire  only to  the  module  terminals  discussed  in  this  man- 

ual.  Leave  all  others  vacant. 

6 





Data transfer between the  FX4AD analog input unit and the Programmable Controller is  through  the 
FX-4AD's RAM buffer memory (32 addresses each of 16 bits). 

In buffer memory locations 
(BFMs) marked with  an 'I*'', 

data can be written  from  the 
programmable controller 
using the TO command. 

Before reading from the ana- 
log block, ensure these set- 
tings have been sent to the 
analog block. Otherwise, the 
previous values held in the an- 
alog block will be used. 

For buffer memories (BFMs) 
without the It*'' mark, data can 
be read to the programmable 
controller using the FROM 
command. 

Cannot be used 

a 



4. BUFFER  MEMORY ASSIGNMENT 
(1) Channel initialization is made by a 4 character HEX number HOOOOin buffer memory BFM#O. 

The least significant character controls channel 1 and the fourth character controls channel 4. Set- 
ting of each character is as follows: 

0 -0: Preset range (-1OV to + 1OV) 
0 = 1 : Preset range ( + 4mA to + 20  mA) 
0 = 2: Preset range (-20mA to + 20mA) 
0 = 3: Channel OFF 

Example:  H3310 
CH1: preset range (-1OV to + 1OV) 
CH2:  preset range ( + 4mA to + 20mA) 
CH3,  CH4: Channel OFF 

(2) The present value of the  input is assigned to buffer memory BFMs #9 to  #12, and the averaged 
input values to BFMs #5 to #8. 

(3) The number of samples to be averaged is assigned to BFMs #1 to #4. Only the range 1 to 4096 is 
valid. Values outside this range are ignored and the default value of 8 is used. 
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The buffer memory also gives a facility to adjust offset and gain by software as well as by panel 
switches of the FX-4AD unit. 

3FM. . .  , b7 , ..b6 b5 b 4  W, b2 b0 .b l  
* x20 Reset to Defaults  and  Preset.  Default = 0 
* 221 Offset,  Gain Adiust Prohibit.  Default = (0.1 Permit 
*x22 I Offset, Gain Adjust 

I *#23 I m e t  Value I 
*X24 1 Gain Value Default = 5,000 1 
825 to 
P28 Reserved 1 

I %29 I Error  status  (See  P. 12) I 
#30 

Cannot be used R3 1 
0 Identification  code e 0 1 0  (See P.13) 

In BFMs marked with 
an lltll 
written  from the pro- 
grammable controller 
using  the TO com- 
mand. For the other 
BFMs, data can be 
read to the  program- 
mable controller  using 
the FROM command. 

Offset (intercept): The 
analog  input value 
when the  digital out- 
put becomes 0. 

Gain (slope): The ana- 
log input value when 
the digital output be- 
comes + 1000. 

, data can be 



4. BUFFER  MEMORY  ASSIGNMENT 
(1)  When buffer memory BFM #20 is activated by setting it to K1, all  settings  within the analog Mock 

are reset to their default settings. This is a very quick method to erase any undesired gain and off- 
set adjustments. 

(2) If (b l  ,bo) of BFM #21 is set to (1 ,O), gain  and  offset adjustments are prohibited to prevent inadver- 
tent changes by the operator. In order to adjust the gain and offset values, bits (b1,bO) must be 
set to (0,l). The default is (0,l). 

(3) Gain and offset values of BFM#23 and #24 are  sent to non-volatile memory gain and offset regis- 
ters of the specified input channels. Input channels to be adjusted are  specified  by  the  appropri- 
ate G-0 (gain-offset) bits of BFMX22. Example: If bits G1 and 01 are set to 1, input channel 1 will 
be adjusted when BFMX22 is written to by a TO instruction. 

Channels can be adjusted individually or together with the same gain and offset values. 

the actual response will be in steps of  5mV or 20pA. 
(4) Gain and offset values in BFM #23 #24 are in units of  mV or pA. Due to the  resolution of the unit 



5. STATUS INFORMATION 
Status information BFM #29 

When any of b l  to b4 is ON. 

all  the channels is stopped. 
W: Error No error If any of b2 to b4 is ON, AID conversion of 

, 
bl: OHsatlGain OffscUGain data in EEPROM is corruptsd or 

adjustment error. OffsalGain data normal 

b2: Power source ab- 
normality DC 24V power supply  failure Power supply  normal 

1 b3: Hardware error I ND converter or other hardware failure I Hardware normal I 1 b4: I Incorrect installation or FROM/TO command I 
misused No error I 

b8: Not READY I FX-4AD MODE switch is  not set to READY. 1 ~~~ 

READY mode 
~~ ~ ~~~ ~ 

blO: Digital range Digital  output value is less than -2048  or 
more than +2047 Digital  output value is normal 

Number of averaging samples is 4097 or 

fdefautt of 8 will be used] 
b l l :  Averaging error Averaging is normal (between 1 and 4096) more or 0 or  less 

~ ~ ~~~~~~~~ ~ ~~ I b12: 1 z;!ain adjust I Prohibit - (b1,bO) of BFM#21 is Set to (1,O) I Permit - (b1,bO) of BFM121 is set to ( 0 . 1 ) l  
~ ~~~~ 

Note: *b5 to b7, b9 and b 13 to b 15 are undefined. 
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5. STATUS  INFORMATION 
(1) Identification code BFM #30 

The identification  code number for a Special Block is read using the FROM command. 

The  code for the FX4AD unit is K2010. 

The user’s program in the programmable controller can  use this  facility in the program to  identify the 
special block before  commencing  data transfer from and to the special block. 

CAUTION 

0 Values of BFM#O, #23 and #24 are  copied to EEPROM memory of ?he FX-4AD. BFM#21 and 
BFM#22 are only copied when data is written to the gainloffset  command  buffer BFM#22. Also,. 
BFMXPO causes  writing to ?he EEPROM memory. The EEPROM has a life of about 70,000 cycles 
(changes), so do not use programs which frequently change  these BFMs. 

0 Because of the  time  needed to write to the EEPROM memory, a delay of 300 ms is  required be- 
tween  instructions  thet  cause a write to the EEPROM. 
Therefore, a  delay timer should be used  before  writing to the EEPROM a second time. 

13 



6. OPERATION  PROCEDURE 
(1) Example (1) 

If the  offset  and  gain  settings are left at their  default  values,  and  the  status  information is ignored, you 
can use the  simple  program  which  follows. 

.i - M8002 
FNC 79 

TO KO K1 HllOO KO 
Initial 

BFM Address Number of words 

i 1 
FNC 78 
FROM KO K4 DO K5 

Run 
T i 

Special Block Transfer Destination 

Program  Result : HllOO transferred  to  BFM#O 
BFMf5 transferred to DO (CH1) (-1 OV to + 1 OV) 

BFMPG  transferred  to D l  (CH2) (-1 OV to + 1 OV) 

BFM#7 transferred  to D2 (CH3) (+4mA  to +20mA) 

BFM%8 transferred to D3 (CH4) (+ 4mA to +20mA) 

14 



.,. . . . , 

6. OPERATIONAL PROCEDURE 
1) Procedure 

1. Write the  program  into  the Programmable controller. 

2. Turn off the power to the programmable controller. 

3. Connect the FX-4AD block to  the base unit at  the closest position. 

4. Set the MODE switch on the FX-4AD panel to READY. 

5. Turn on  the programmable controller and the FX-4AD unit. 

2) Result 

The values on data registers DO to D3 will vary according to the analog input in each input chan- 
ne1 of the  FX4AD unit. 

(-2000 to +2000 for voltage input - lOV to + 1OV) 
(-1000 to + 1000 for current input -20mA to +20mA) 

In this example the FX-4AD unit occupies the  position of special block No.0 (that is  the closest 
unit to the base unit). Input data averaged from 8 samples (default) from channels CH1 to CH4 is 
transferred to the corresponding data registers DO to D3. 



(2) Example (2) 

In the following  example  only  inputs on channels CH1 and CH2 are used and are read as  voltage  in- 
puts. The  FX-4AD  block is connected  at  the  position of special  block No.0. Averaging  is  set at 4 and 
data  registers DO and D l  of the programmable  controller  receive  the  averaged digital output. 

Block no. 0, BFh4 +30 (id-- 
cation &) t r a n s f e r  to W. 

if the code number is K2010 
(FX4AD), M1 goes ON. 

monitor 

(H3300)-.BFM+O (channel 
initiliration) CH1,  CH2 volt- 
age input, CH3, CH4 OFF 

Special BFM Source N0.d 
Block no. no. data words 

1-1 ?Ic(;r 1 1 K1 '1 K4 1 '  K2 1 #1 and R2for CHl and CH2 
Averaging set to 4 in BFM 

I L I I I I 

I L I I I I I 
M10 M18 

IY IY FNC 78 
K2 DO K5 KO A I  AI FFiOM 

Noemr READY 
If no error, the contents of BFM #5 and #6, the a v e r -  
aged dati values, are transferred to DO, Dl. 

16 



7. PRELIMINARY CHECKS 
(1) 

1. 

2. 

3. 

4. 

5. 

Standard  Operation 

Check that  the  analog input cable, power 
line, and extension cable are all properly 
connected. 

5V 30mA is  supplied  from  the base or exten- 
sion units  for  the FX-4AD. Check that there 
is no power overload caused by  this and 
other special blocks. 

When DC 24V power is  supplied  from  the 
base and extension units of the programma- 
ble  controller, check that  the current is 
below the allowable limit  (this varies ac- 
cording to the number of extension blocks 
connected). 

Set the MODE switch  on  the FX4AD to 
"READY" and turn  the DC 24V power  on. 

Put the programmable controller  into RUN 
mode. 

(2) Troubleshooting 

The following LEDs on  the  front cover of the FX- 
4AD can help you troubleshoot  the  unit. 

(a)  The POWER LED 

This lights up when 5V power is supplied from 
the programmable controller. If it is not lit, 
check to see if the extension cable  is  properly 
connected. 

(b)  The 24V LED 
This lights up when  DC 24V power is supplied 
to the FX4AD. If it is  not lit, even if DC 24V +/- 
10% is being supplied, failure of the FX4AD 
unit may have occurred. 

(c)  The A-D  LED 

This lights up when A/D conversion is proceed- 
ing normally. If any  of b l   t o  b4 of buffer mem- 
ory #29 (error status) is ON for  all channels 
this LED turns OFF. 

17 
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8. ADJUSTING  GAIN AND OFFSET 
(1) Voltage Input Characteristics (2) Current Input Characteristics 

10.235V 

-2048 

Reset 1 

0 

-32mA  -20mA 

20mA 32mA 
( W e t )  (Gain) 

Reset 1 

0 

-32mA  -20mA 

20mA 32mA 
( W e t )  (Gain) 
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8. ADJUSTING  GAIN AND OFFSET 
(a) Defining Gain and Offset 
The solid lines show the conversion characteris- When the gain  value is small (implying a steep 
tics when the  gain  and offset are left at their de-  slope),  a  small  change in analog  input  will pro- 
fault settings.  The dashed lines show examples duce a large change in  digital output. 
of adjustments to these settings. 

When the gain  value is large (implying a gentle 
0 Offset value (the analog  input value  when the slope),  a large change in analog  input will only 

digital output  is 0 ) ;  reasonable range: produce a small  change in  digital output. 

-5V to +5V  or -20mA to +20mA Gain  and  offset adjustments will remain even if 

output is + 1000); reasonable range:  Caution: 

Gain value - offset value = 1V to 15V  or Resolution is degraded when the gain is large. 
4mA to 32mA 

0 Gain value (the analog input value when digital 
power is low. 
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8. ADJUSTING  GAIN AND OFFSET 
(1) Adjustment by Switches on the FX-4AD 1 

Unit 

Gain and offset can be adjusted by using the 2 
switches on  the  FX4AD panel with the aid of a 
voltmeter and ammeter which are connected to 
the FX-4AD.  When you use these procedures 
there is still a need to set BFM#O. 3 

After (bl,  bo) of BFM #21 (gain/offset adjust 
prohibit) is changed to (l,O), you can no 
longer  adjust  the gain and offset. You 
should therefore write (0,l) to (b1,bO) of 
BFM#Pl  prior to adjusting  the gain and off- 
set. (Note: (0,l) is the default value) 5 

Remember to set BFM#O (channel initializa- 
tion) to the nearest preset ranges.  The HEX 
character should be 0 for voltage input and 
1 or 2 for  current  input. 6 

4 

7 

Turn on DC 24V power of the  FX4AD. The 24V 
LED lights up. 

Turn on  the FX series programmable controller 
connected  with the FX-4AD. POWER LED 
lights up.  (The programmable controller may 
be in either RUN or STOP mode.) 

Set the MODE switch to the channel to be 
adjusted. 

Apply the offset analog  input to the  input  ter- 
minal of the channel to be  adjusted (-5V to 
+5V or -20mA to +20mA) 

Press the OFFSET button  once  with a ball 
point pen. The digital offset value (converted 
from  the  analog  input value) is read into 
EEPROM. 

Apply the gain analog input to the input termi- 
nal of the channel to be adjusted (gain - offset 
value = 1 to 15V or 4 to 32  mA) 

Press the GAIN button once with a ball point 
pen.  The digital gain value (converted from the 
analog input value) is read into EEPROM. 



8. ADJUSTING GAIN AND OFFSET 
8 Repeat operations 3 to 7 for each channel you (When the MODE switch is set to  an empty 

wish to use. position other than CH1 to CH4, the MODE 
switch is regarded as being in the READY sta- 

9 After you have finished adjusting each  channel 
you want,  set the MODE switch to READY. 

tus. Adjustments cannot be made once  the 
MODE switch is  in the READY status.) 

Gain and offset adjustment is completed. 
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8. ADJUSTING  GAIN  AND OFFSET 
(1) Adjusting  Gain  and  Otfset Using the Programmable Controller 

The gain  and  offset of the FX-4AD can be adjusted using push-button  switches  on  the  input  terminal 
of the Programmable controller.  It can also be adjusted using the software settings sent from  the  pro- 
grammable controller. 

Only the  gain and offset values in the memory of the FX-4AD need  be adjusted. A voltmeter or  an  am- 
meter for  the analog  input is  not needed. A program for  the programmable controller  will  be needed 
however. 

The following  is an example of changing the offset value on input channel CH1 to OV and the gain 
value to 2.5V. The FX-4AD block is in the  position of Block #O (i.e. closest to the base unit). 

22 



8. ADJUSTING  GAIN AND OFFSET 
Example: pj Adjusting gain/offset via  software  settings 

I 

Enter the instructions on the left 
and RUN the programmable con- 
troller with the MODE switch  of 
the FX lAD set to READY. 
BFMXPl (gain/offset adjust  pro- 
hibit) must be set to permit  with 
(b1,bO) = (0,l). 

(K3)+BFM#22 (offset/gain 
adjust) 
K3-0011 i.e. 0 1  =1, G1 =l. 
Therefore channel 1 is  adjusted. 

block BFM data n 0 . d  
no. # data 

number sent 
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9. FROM / TO COMMANDS 
(1) FROM / TO Commands Explained 
I I 

0 ml:  Special function  unit or block number.  These  are  numbered consecutively  from KO to K7 start- 
ing from  the one closest to the base  unit. 

0 m2: Buffer memory  head  address. (m2 = KO to K31) 
0 [D.]: Transfer destination head  address. T,C,D, KnM, KnY, KnS, V or Z can be specified. This argu- 

ment  can be coupled  with an index register. 
0 n: The  number  of words to be transferred (n = K1 to K32) 

0 ml,  m2, n:  The  same  as  above. 
0 [S.]: Transfer destination head  address. T, C, D, KnX, KnY,  KnM,  KnS, V, Z,K or H can be  speci- 

fied. This argument can be coupled with an index register. 
Note e When X10 or X 1  1 is OFF, the  related  transfer  will  not  be executed. 

24 





Revisions 

EDITION DATE REVISION MANUAL  NUMBER 
Jun. 1991 First edition  JY992D28101 A 
Aug. 1991 JY992D28101 B P.12 M) row of table changed. 

P.23  Example  changed. 
Nov.  1991 P.3  Isolation  test  sentence  added.  JY992D28101 C 
Jan. 1993 JY992D28101  D TEXT : Pages 7 ,  15,23 

EEPROM CAUTION : Page 13 



Under no circumstances will Mitsubishi  Electric be liable or responsible  for  any 
consequential damage that  may  arise as a resutt of the installation or use of this 
equipment. 

All examples  and  diagrams shown in thii manual  are  intended  only as an  aid to un- 
derstanding  the text, not to guarantee  operation.  Mitsubishi  Electric will accept no 
responsibility for  actual use of the product based on these ilustrative examples. 

Owing to the  very  great variety in possible  applications  of  this  equipment,  you 
must  satisfy  yourself  as to its suitability for  your specific application. 



JY992028301C 
HCIB-E&C (921 1) (SEN) @ 

Efhctiw JAN. 1933 . .  are 
to change without notice. 
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